Whlte s Tower Elem

Building ID: 1230966

- : For 12-month Period Ending: February 28, 20091
NERGY STAR Date SEP becomes ineligible: June 28, 2009

OMB No. 2060-0347

STATEMENT OF ENERGY PERFORMANCE

Date SEP Generated: April 30, 2009

Facility Facility Owner
White's Tower Elem
2977 Harris Pike
Independence, KY 41051

1055 Eaton Dr.
Ft. Wright, KY 41017
859-344-8888

Year Built: 1964
Gross Floor Area (ft2): 53,524

Energy Performance Rating? (1-100) 87

Site Energy Use Summary3

Natural Gas (kBtu)4 2,065,398
Electricity (kBtu) 1,536,874
Total Energy (kBtu) 3,602,272
Energy Intensity5

Site (kBtu/ft2/yr) 67
Source (kBtu/ft2/yr) 136

Emissions (based on site energy use)
Greenhouse Gas Emissions (MtCO,e/year) 426

Electric Distribution Utility
ULH&P - Union Light Heat & Power Co

National Average Comparison

National Average Site EUI 100
National Average Source EUI 202
% Difference from National Average Source EUI -32%
Building Type K-12

School

Meets Industry Standardsé for Indoor Environmental
Conditions:

Ventilation for Acceptable Indoor Air Quality Yes
Acceptable Thermal Environmental Conditions Yes
Adegquate lllumination Yes
Notes:

Kenton County School District

Primary Contact for this Facility
Chris Baker

1055 Eaton Dr.

Ft. Wright, KY 41017
859-344-8888
chris.baker@kenton.kyschools.us
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| Prof ssional Engigeer/Sfamp

Signatur 1

Based on the conditions observed at th
time of my visit to this building, | certify t
the information contained within this
statement is accurate and in accordance
with the PE Guidelines.

Professional Engineer
License Number: 24533
State: KY

Doug Hundley

10101 Linn Station Road
Louisville, KY 41017
502-326-3085

1. Application for the ENERGY STAR must be submitted to EPA within 4 months of the Period Ending date. Award of the ENERGY STAR is not final until approval is received from EPA.
2. The EPA Energy Performance Rating is based on total source energy. A rating of 75 is the minimum to be eligible for the ENERGY STAR.

3. Values represent energy consumption, annualized to a 12-month period.

4. Natural Gas values in units of volume (e.g. cubic feet) are converted to kBtu with adjustments made for elevation based on Facility zip code.

5. Values represent energy intensity, annualized to a 12-month period.

6. Based on Meeting ASHRAE Standard 62 for ventilation for acceptable indoor air quality, ASHRAE Standard 55 for thermal comfort, and IESNA Lighting Handbook for lighting quality.

The government estimates the average time needed to fill out this form is 6 hours (includes the time for entering energy data, PE facility inspection, and notarizing the SEP) and welcomes
suggestions for reducing this level of effort. Send comments (referencing OMB control number) to the Director, Collection Stralegles Division, U.S., EPA (2822T), 1200 Pennsylvania Ave., NW,

Washington, D.C. 20460,

EPA Form 5900-16

Tracking Number: SEP200904300001038481



ENERGY STAR" Data Checklist

for Commercial Buildings

In order for a building to qualify for the ENERGY STAR, a Professional Engineer (PE) must validate the accuracy of the data underlying the building's energy
perfarmance rating. This checklist is designed to provide an at-a-glance summary of a property's physical and operating characteristics, as well as its total energy
consumption, to assist the PE in double-checking the information that the building owner or operator has entered inta Portfolio Manager.

Please complete and sign this checklist and include it with the stamped, signed Statement of Energy Performance.

NOTE: You must check each box to indicate that each value is cormrect, OR include a note.

VALUE AS ENTERED IN

CRITERION PORTFOLIO MANAGER VERIFICATION QUESTIONS NOTES IZ
Is this the official building name to be displayed in
Building Name White's Tower Elem the ENERGY STAR Registry of Labeled
Buildings? i
Is this an accurate description of the space in M
Type K-12 School question?
Locai 2077 Harris Pike, Is thia address ?C[;!rll'ate anq complete? Ctorregct 7(
ocation Independence, KY 41051 \év;;e er normalization requires an accurate zip L
Does this SEP represent a single structure? SEPs
cannot be submitted for multiple-building
Single Structure Single Facility campuses (with the exception of acute care or m
children's hospitals) nor can they be submitted as ==
representing only a portion of a building
School (K-12 School)
CRITERION WALUE Ab ENTEREL N VERIFICATION QUESTIONS NOTES

PORTFOLIO MANAGER

Gross Floor Area

53,524 Sq. Ft.

Does this square footage include all supporting
functions such as kitchens and break rooms used
by staff, storage areas, administrative areas,
elevators, stairwells, atria, vent shafts, etc. Also
note that existing atriums should only include the
base floor area that it occupies. Interstitial
(plenum) space between floors should not be
included in the total. Finally gross floor area is not
the same as leasable space. Leasable space is a
subset of gross floor area.

Open Weekends?

Yes

Is this building normally open at all on the
weekends? This includes activities beyond the
work conducted by maintenance, cleaning, and
security personnel. Weekend activity could
include any time when the space is used for
classes, performances or other school or
community activities. If the building is open on the
weekend as part of the standard schedule during
one or more seasons, the building should select
?yes? for open weekends. The ?yes? response
should apply whether the building is open far one
or both of the weekend days.

Number of PCs

121

Is this the number of personal computers in the
K12 School?

Number of walk-in
refrigeration/freezer
units

Is this the total number of commercial walk-in type
freezers and coolers? These units are typically
found in storage and receiving areas.

Presence of
cooking facilities

Yes

Does this school have a dedicated space in which
food is prepared and served to students? If the
school has space in which food for students is
only kept warm and/or served to students, or has
only a galley that is used by teachers and staff
then the answer is "no".

Percent Cooled

90 %

Is this the percentage of the total floor space
within the facility that is served by mechanical
cooling equipment?

Percent Heated

100 %

Is this the percentage of the total floor space
within the facility that is served by mechanical
heating equipment?

Ay
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Is this school in operation for at least 8 months of

Months 12 (Optional) the year?
Is this building a high school (teaching grades 10,
11, and/or 12)? If the building teaches to high
school students at all, the user should check 'yes'
High School? No to 'high school'. For example, if the school teaches
to grades K-12 (elementary/middle and high -
school), the user should check yes' to 'high
school'.
Parking Lot (Parking)
VALUE AS ENTERED IN
CRITERION PORTFOLIO MANAGER VERIFICATION QUESTIONS NOTES M
Is this the total square footage of the entire
Gross Floor Area 33,000 Sq. Ft. parking area (enclosed + nonenclosed + open
floor area)?
Is this the total square footage of the enclosed
EncIoAstra:aFloor 0 Sq. Ft. garage space? An enclosed garage is defined as IZ/
having both sides and a roof.
Is this the total square footage of the nonenclosed
Non-Enclosed Floor 0 Sa. Ft garage space? This is typically defined as the B/
Area (w/roof) g portion of the garage above ground (contains no
sides but is under a roof).
Is this the total square footage of the nonenclosed i
Open Floor Area 33,000 Sq. Ft parking area without a roof? This is typically [‘3/
(wlo roof) : S defined as open parking lots or the very top level
of an above ground parking garage.
Weekly Hours of a0 Hotrs Is this the total number of hours per week when it m/

Access

is possible for a vehicle to enter or exit?
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Energy Consumpfion

ENERGY STAR” Data Checklist

for Commercial Buildings

Power Generation Plant or Distribution Utility: ULH&P - Union Light Heat & Power Co

Fuel Type: Electricity

Meter: Electric (kWh)
Space(s): Entire Facility

Start Date End Date Energy Use (kWh)
01/19/2009 02/17/2009 28,160.00
12/16/2008 01/19/2009 32,000.00
11/14/2008 12/16/2008 34,240.00
10/14/2008 11/14/2008 38,720.00
09/17/2008 10/14/2008 38,720.00
08/14/2008 09/17/2008 53,440.00
07/17/2008 08/14/2008 37,280.00
06/17/2008 07/16/2008 28,640.00
05/15/2008 06/17/2008 41,760.00
04/16/2008 05/15/2008 44,960.00
03/18/2008 04/16/2008 36,800.00
Electric Consumption (kWh) 7 414,720.00
Electric Consumption (kBtu) 1,415,024.64
Total Electricity Consumption (kBtu) 1,415,024.64

Is this the total Electricity consumption at this building including all Electricity meters?

o

Fuel Type: Natural Gas

Meter: Natural Gas (ccf)
Space(s): Entire Facility

Start Date End Date Energy Use (ccf)
01/18/2009 02/17/2009 3,752.00
12/16/2008 01/19/2009 4,677.00
11/14/2008 12/16/2008 3,662.00
10/14/2008 11/14/2008 1,122.00
09/15/2008 10/14/2008 208.00
08/ 14!2b08 09/15/2008 234.00
07/16/2008 08/14/2008 72.00
06/16/2008 07/16/2008 101.00
05/15/2008 06/16/2008 530.00
04/16/2008 05/15/2008 983.00
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03/18/2008 04/16/2008 1,891.00
Natural Gas Consumption (ccf) 17,233.00
Natural Gas Consumption (kBtu) 1,745,702.90

Total Natural Gas Consumption (kBtu)

1,745,702.80
£

Is this the total Natural Gas consumption at this building including all Natural Gas meters?

Additional Fuels

Do the fuel consumption totals shown above represent the total energy use of this building?
Please confirm there are no additional fuels (district energy, generator fuel oil) used in this facility.

o

Certifying Professional
(When applying for the ENERGY STAR, this must be the same PE that signed and stamped the SEP.)

Name: _DDUC\\G'-S “uv\(.ua{ 5 :Y'P' Date:_sl'_f_?j_
Signaturewfw

Signature is required w@ applying for the ENERGY STAR. J
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